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Results Comments

7 classrooms Drinking Fountain Units are shut off

Nurse Office Sink 11/16/16 BDL

Nurse Office Bathroom Sink 11/16/16 BDL

2nd floor by Room 206 Drinking Fountain
new filtered fountain was being installed @ time of 

tested needs to be tested 10/24/16 <3 ppb
Outside Courtyard Drinking Fountain 8/8/16 None Detected
1st Floor by Room 111 Drinking Fountain 3/11/16 <2 ug/L
1st Floor by Room 120A Drinking Fountain 3/11/16 <2 ug/L
2nd Floor by Room 217 Drinking Fountain 8/8/16 None Detected
Teachers Room Sink 5/16/17 BDL
Kitchen Sink 3/11/16 <2 ug/L

Footnote: BDL refers to Below detectable limits.


